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Location:  Mountaineer Plant Report Date:  10/30/2012

Sample Number: 124621-001 Date Collected: 10/24/2012 08:00 Date Received: 10/24/2012

CPS Effluent 

UnitsParameter Result RL Analysis By Analysis Date/Time MethodMDL

ug/LSelenium, Se 432 0.5 DPC EPA 200.80.1 10/30/2012 10:21

mg/LBromide, Br 23.9 5 CRJ EPA 300.11 10/26/2012

mg/LChloride, Cl 2990 20 CRJ EPA 300.15 10/26/2012

mg/LFluoride, F 54.4 1 CRJ EPA 300.10.2 10/26/2012

mg/LSulfate, SO4 5530 100 CRJ EPA 300.130 10/26/2012

THIS TEST REPORT RELATES ONLY TO THE ITEMS TESTED AND SHALL NOT BE REPRODUCED EXCEPT IN FULL WITHOUT WRITTEN 

APPROVAL OF THE LABORATORY.  ALL TEST RESULTS MEET ALL OF THE REQUIREMENTS OF THE ACCREDITING AUTHORITY, 

UNLESS OTHERWISE NOTED.

Brian Snyder, Chemist II
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